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5.01: Scope

527 CMR 5:00 shall apply to all service stationswhere flammable and combustiblefuelsare
stored and dispensed to motor vehicles, and al buildings and structures used for the storage,
parking or servicing of motor vehicles.

5.02: Definitions

7/21/00

For the purpose of 527 CMR 5.00, the following words shall have the meanings respectively
assigned to them:

Alteration. A change or modification of a building or structure, or the service equipment
thereof, that affects safety or health and is not classified as an ordinary repair.

Approved. Approved by the Marshal.

Automatic. As applied to fire protection devices, automatic refers to a device or system
providing an emergency function without the necessity of human intervention and activated asa
result of a predetermined temperature, or increase in level of combustion products; such as
incorporated in an automatic sprinkler system, automatic fire door, etc.

Building. A structure enclosed within exterior wallsor firewalls, built, erected and framed of a
combination of any materials, whether portable or fixed, having aroof, to a structure for the
shelter of persons, animalsor property. For the purpose of thisdefinition, "roof" shall includean
awning or any similar covering, whether or not permanent in nature. The word "building" shall
be construed, where the context alows, as though followed by the words "or part or parts
thereof."

Bulk plant. That portion of aproperty where flammable or combustible liquids are received by
tank vessels, pipe lines, tank car or tank vehicle, and are stored or blended in bulk for the
purpose of distributing such liquids by tank vessel, pipe line, tank car or tank vehicle.

Combustibleliguid. Any liquid having aflash point at or above 100°F shall be known as Class
[1 or 111 liquids. Combustible liquids shall be divided into the following classifications:
Classll. Liquids having flash points at or above 100°F and below 140°F.
ClassIIIA. Liquids having flash points at or above 140°F and below 200°F.
Class11IB. Liquids having flash points at or above 200°F.

Door, fire. A door and itsassembly, so constructed and assembled in place asto give protection
against the passage of fire in accordance with 780 CMR.
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5.02: continued

7/21/00

Door assembly, fire. A combination of afiredoor, frame, hardware, and other accessorieswhich
together provide aspecific degree of fire protection to the opening in accordance with 780 CMR.

Flammableliquid Any liquid having aflash point below 100°F and having avapor pressure not
exceeding 40 psiaat 100°F. Flammable liquids shall be known as Class | liquids and shall be
divided into the following classifications:
ClasslA. Liquidshaving flash points below 73°F and having aboiling point below 100°F.
Class IB. Liquids having flash points below 73°F and having a boiling point at or above
100°F.
ClassIC. Liquids having flash points at or above 73°F and below 100°F.

Garage, private. A garage for four or less passenger motor vehicles without provision for
repairing or servicing such vehicles for profit.

Garage, public. A building or structurefor the storage, parking, care and/or repair or painting of,
one or more passenger motor vehicles, motor powered boats, or commercial motor vehicles; with
or without provision for the dispensing of gasoline, il or other similar productsfor the servicing
of such vehicles. Public garages shall be classified according to their specific usein one of the
following groups.
Group 1: A public garagein which provision ismadefor the care, storage, repair or painting
of or fuel-dispensing to motor vehicles.
Group 2: A public garage used exclusively for passenger vehiclesthat will accommodate not
more than nine passengers.

Gasoline. A volatileflammableliquid that will emit aflammable vapor at atemperature of less
than 100°F, to be ascertained by any standard closed-cup instrument.

Height. The height of a garage in stories does not include a basement or cellar.

Listed. Equipment or materialsincluded in alist published by an organization acceptableto the
Marshal, and concerned with product evaluation, that maintains periodic inspection of
production of listed equipment or materials and whose listing states either that equipment or
material s meet appropriate standards or have been tested and found suitablefor usein aspecific
manner.

Marshal. The State Fire Marshal.

Motor vehicle. Any vehicle containing or using gasoline or any other petroleum product for fuel
or power, excluding vehicles having fuel tanks of one gallon or less capacity.

Nationally Recognized Testing L aboratory (NRTL). An organization which testsfor safety and
lists, labels or accepts equipment or materials and which meets the criteria in 527 CMR
49.00(Appendix C).

Repair, ordinary. Any maintenance which does not affect structure, egress, fire protection
systems, fireratings, energy conservation provisions, plumbing, sanitary, gas, electrical or other
utilities. A building permit is not required for ordinary repairs.

Self-closing. Closing automatically or mechanically after opening.

Service station. Any building or premiseswherein or upon which gasoline or other motor fuel is
sold at retail.
Self-service type business. As used in 527 CMR 5.00, shall mean that type of business
wherein the licensed motor vehicle operator dispenses his own motor fuel.
Full self-service facility. A service station where all the pumps are self-service.
Split-island facility. A motor fuel dispensing installation where part of thefacility isused as
self-service and part is used as attendant service.

Service station operator. The person responsible for the service station operation or his duly
authorized representative shall be a person 16 years of age or older.
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5.02: continued

Sprinklers and sprinkler alarms. An adequate system of automatic sprinklers and sprinkler
alarms shall be one that meets the generally accepted standards of engineering practice.

Structure. A combination of materials assembled at afixed location to give support or shelter,
such as abuilding, framework, retaining wall, tent, reviewing stand, platform, bin, fence, sign,
flagpole, recreational tramway, mast for radio antenna, or thelike. Theword "structure” shall be
construed, where the context requires, as though followed by the words, "or part or parts
thereof".

Vertical Barrier. Anaobstacle, such asbut not limited to guard posts, guard railsor pipebollards,
that preventsamotor vehicle from contacting a protected item such as but not limited to tanksor
dispensing devices. The barrier must be at least 36 inches in height and be resistant to damage
from the impact of a motor vehicle. Minimally, the barrier shall be able to resist a force of
12,000 pounds applied at 3 feet above the adjacent ground surface.

5.03: Location and Construction

7/21/00

(1) Design, construction, operation and use of private and public garagesshall bein accordance
with 780 527 CMR. Existing buildingsundergoing repair, alteration, addition, and/or changein
use shall comply with 780 CMR and 527 CMR.

(2) A special structure may be constructed without exterior walls provided that any open side of
the structure be not less than 18 feet from any building or lot line, and that access for fire
equipment be established on at least two sides of the structure. If any wall of the structureis
located lessthan 18 feet from any building or interior lot line, afirewall shall be constructed on
that side between all floors and extended to the roof in compliance with 780 CMR, and further
provided:

(a) that any permanent right of way may be considered asapart of the 18 foot distance from

any adjoining interior lot line;

(b) that the space between the structure and thel ot line is maintained free and unobstructed

at al times;

(c) that if the structure does not exceed four storiesin height and if the roof isto be used for

the parking of motor vehicles, it shall be constructed of noncombustible continuous concrete

slab construction,

(d) that the floor and roof shall have a continuous curb not less than six inchesin height,

securely anchored to the floor, located around the outside of the structure and ramps, if any;

and shall also have a continuous protective railing located around the outside perimeter of

the structure 42 inches high;

(e) that no repair work is done within the building;

(f) that thefueling of motor vehicles may be done on the floor nearest grade level provided

it is performed in accordance with the pertinent provisions of 527 CMR 5.00;
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5.03: continued

7/21/00

(3) A specia structure consisting essentially of an elevator shaft containing a multiplicity of
platforms suspended between two or more endless chains which may be moved UP or DOWN
over wheels or gears, may be constructed of first class construction, or of special construction,
provided:
(a) that the structure may be constructed without exterior wallsto amaximum height of 100
feet and that all structural steel is of one hour fire protected construction;
(b) that no part of the structure shall be located nearer than 15 feet to any other building or
interior lot line unless afire wall has been constructed on that side between al floors and
extending to the roof;
(c) that any permanent right-of-way may be considered as part of the 15 foot distance from
any adjoining interior lot line;
(d) that the space between the building and thelot line is maintained free and unobstructed
at all times;
(e) that the main support chainsor cablesare suitably enclosed on three sides by aone hour
fire protected shaft for their entire length;
(f) that the system may be designed to operate above or below the ground for a maximum
overall vertical distance of 100 feet, and that no personnel are allowed above or below the
loading level whenever there are any cars on any part of the mechanism;
(g) thatif thesystemisinstalled below ground level an adequate ventilation system shall be
installed to continuously remove any fumesthat may accumul ate in the bottom of the shaft;
(h) that an adequate automatic sprinkler system and alarm shall be required and shall be so
installed that awater curtain will develop not only around the outer wall adjacent to thefire,
but also in the vertical inner space between the two rows of the lift;
(i) that each car position shall be complete with an underpan of steel which shall be dished
in such away that any liquid dropping into the pan will flow to asump at the end of the pan
normally beyond the rear of the parked car. There shall be adrain pipe at least oneinchin
diameter extending from the sump to as far out from the underpan as may be practicable;
() that the controlsof the elevator shall be designed so that the lift may be moved in either
direction for acomplete revolution, and at |east one set of controls shall belocated in afirst
classfireresistive section of the structure, separated from the car loading area by afirewall
complete with afirewindow, so placed that the operator of the controls can seethe location
of the car ramp. Such enclosure shall be equipped with an exit door opposite the ramp;
(K) that no repair or service work is done within the building;
() that the fueling of motor vehicles shall be prohibited;
(m) that the provisions of 527 CMR 5.03(5)(a) and (b) need not apply except in the
enclosing of stairways which serve as the required means of egressin case of fire.

(4) When motor vehicles which are kept in a garage are loaded with merchandise which is of
such aflammable nature asto bereadily ignitable, such garage shall, if in the opinion of the head
of the fire department it is deemed necessary, be equipped with automatic sprinklers.

(5) Garages (or portions of) located below street level:
(@) Any portion of abuilding below street level hereafter to be used asagarage, lubricating
pitsand garagesunder 527 CMR 5.03(3) excepted, shall haveitsenclosing walls constructed
in accordance with 780 CMR. The number of exitsfrom thisarea shall also conform to the
requirements of 780 CMR.
(b) No portion of abuilding below street level, with the exception of lubricating pits, shall
be used as a garage unless the portion so used is equipped with an adequate mechanical
ventilating system constructed in accordance with the requirements of the BOCA
Mechanical Code.
EXCEPTION: If the pit is situated or constructed in such away asto allow afree and
natural floor ventilation sufficient to remove all vapor and gases therefrom, then the
mechanical ventilating system shall not be required. The exception is contingent on a
written statement from a professional mechanical engineer.
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5.04: Electrical Wiring and Heating

(1) All electrical equipment and wiring shall be of atype specified by and shall beinstalledin
accordance with the Massachusetts Electrical Code 527 CMR 12.00.

(2) Inthecaseof agarage, other than aprivate garage, heated by a central heating unit located
on or below the garage floor, such unit shall belocated in aroom separated from the garage by a
fire partition and all openingstherein shall be protected by either fire doorsor firewindows. A
garage may be heated by gas, ail, electric unit heater(s) and/or central heating unitslocated inthe
heated area without fire partitions, provided that such equipment islocated not less than eight
feet above the garage floor, and in the case of gas or oil the combustion chamber of such heater
shall be properly vented to the outer air. The hot air from a central heating unit shall enter the
garage not lessthan four feet above the floor level of the garage. Thereturn air registers of any
duct distribution system connected to unit heater, central heater or warm air furnaces shall be
located not lessthan four feet above the garage floor. No space heaters (as defined in 527 CMR
4.00) shall be permitted. Direct vent appliances (appliancesthat are constructed and installed so
that all air for combustion isderived directly from the outside atmosphere and all flue gasesare
discharged to the outside atmosphere) may be installed in repair garages less that eight feet
abovethefloor provided the bottom of the combustion chamber isnot lessthan 18 inches above
the floor and is protected from physical damage from vehicles.

(3) Inthecase of aprivate garage, any heater or appliance unit may be located on the garage
floor provided the source of ignition from combustion chambers, motors, etc., shall be located
not less than six inches above the floor level. In the case of a private garage having a floor
below surrounding grade the combustion chamber or ignition source or any heater or appliance
unit shall be raised not less than 18 inches above the floor level. Any heater or appliance unit
installed in aprivate garage shall be suitably protected from physical damage as directed by the
head of the fire department. No space heaters (as defined in 527 CMR 4.00) shall be permitted.

5.05: Storage

7/21/00

(1) Aboveground tanks, located at a bulk plant, shall not be connected by piping to a service
station. Apparatus dispensing Class| fluidsinto fuel tanks of motor vehicles of the public shall
not be located at a bulk plant unless separated by a fence or similar barrier from the areain
which bulk operations are conducted.

(2) Classl fluidsshall not be stored or handled within abuilding having a basement or pit into
which flammable vapors can travel, unless such area is provided with ventilation that will
prevent accumulation of flammable vapors therein.

(3) Each portable gasoline tank used in a garage shall not exceed 55 gallons in capacity, shall
be mounted on a substantial iron or steel frame with rubber-tired wheels and shall be equipped
with a suitable hose not exceeding 16 feet in length, having a shutoff valve located near the
pump connection. The shut-off valve shall be kept closed when not in use.

(4) No gasoline shall be handled outside of storage tanks or portable gasoline tanks except in
approved safety cans or approved metal or plastic containers, and they shall be kept tightly
closed except when in use. Containers used for the handling and storage of gasolinein garages
shall have atotal quantity not to exceed 14 gallons, and no such container shall have a capacity
in excess of seven gallons.

(5) All tanks used for the storage or sale of gasoline in connection with a garage or service
station shall be constructed and installed and located in accordance with the provisions of 527
CMR 9.00.

(6) No tank that has been used for the keeping or storage of gasoline shall be removed or
relocated except as provided in M.G.L. c. 148, § 38A, as amended.
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5.06: Inventory

7/21/00

All underground storage facilities except fuel oil tanks and containers connected with
burning equipment shall be installed and monitored for the prevention and detection of |eakage
of flammable and combustible liquids in accordance with the following provisions:

(1) Accurate daily inventory records by means of dip sticking shall be maintained and
reconciled on al flammable or combustible liquid underground storage tanks for indication of
possibleleakage from said tanksor piping. Dipsticksshall be accurate and maintained inlegible
condition. The operator of the location shall be responsible to have on site an accurate dipstick
calibration chart for each tank in which inventory by sticking isrequired. The recordsshall be
kept on the premises or readily available for inspection by any member of the Department of
Public Safety, head of the fire department or his designee, and shall include, as a minimum,
records showing type of product, daily reconciliation between sales, use, receipts and inventory
on hand. If there is more than one system consisting of a tank(s), serving pump(s) or
dispenser(s) for any product, the reconciliation shall be maintained separately for each tank
system.

(2) Daily inventory shall be maintained for each tank system at each location by the operator.
The inventory records shall be kept for a minimum of the past 12 months at the premises or
readily available. Theterm operator shall mean thelessee or persons(s) in control of and having
responsibility for the daily operation of thefacility for the storage and dispensing of flammable
and combustible liquids.

(3) Inventory shall be based on the actual daily measurement and recording of tank product and
water levels and the daily recording of actual sales, use, and receipts. Daily measurements will
be acceptable either by gauge, gauge stick, or by readout from an automated gauging system.
Theinventory records shall include adaily computation of gain or loss. The mere recording of
pump meter readings and product delivery receipts shall not constitute adequate inventory
records.

(4) Theoperator of thelocation shall be responsibleto notify the head of the fire department of
situation, and to notify the owner or person(s) in control of the facility to take action to correct
any abnormal loss or gain not explainable by spillage, temperature variations or other causes.
The term owner shall mean the person(s) who owns, asreal property, the tank storage system
used for the storage and dispensing of flammable and combustible liquids.

(5 Asaminimum the following steps shall be taken in an expeditious manner when daily

inventory records indicate an abnormal |oss:
(@ Theinventory records shall be checked for error.
(b) If no error is apparent, an independent calculation of apparent loss shall be made by a
qualified person starting from apoint in timewhere the recordsindicate ano loss condition.
(c) If 527 CMR 5.06(5)(b) confirms no apparent loss, the readily accessible physical
facilities on the premises shall be carefully inspected for evidence of |eakage.
(d) If 527 CMR 5.06(5)(c) does not disclose aleak, the dispensers used with the particular
product involved with the apparent loss shall be checked for calibration.
(e) If 527 CMR 5.06(5)(a) through (d) do not explain the apparent |oss, the situation shall
be reported promptly to the head of the fire department.
(f) 1f 527 CMR 5.06(5)(d) does not explain the loss, and if the piping system can be tested
without the need for excavation, the piping system between the storage tank and dispenser(s)
shall betested in accordance with 527 CMR 9.00. If it isnecessary to excavateto performa
piping test, such atest shall be conducted after a storage tank test has been performed in
accordance with 527 CMR 5.06(5)(g).
(g) If 527 CMR 5.06(5)(f) does not disclose a leak, the storage tank(s) shall be tested for
tightness by an approved test.
(h) 1f 527 CMR 5.06(5)(a) through (g) do not confirm the apparent loss, the daily inventory
shall be continued with adaily independent verification by a qualified person. Additional
surveillance of the facility should be engaged to insure against unauthorized removal of
product.
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5.06: continued

(i) If any of 527 CMR 5.06(5)(a) through (h) or investigations indicate the source of the
loss, the owner shall take immediate action to correct the system failure.

(6) Daily inventories need not be maintained on those days that an installation is not in
operation, but not to exceed 15 days.

(7) The owner and operator will conduct an inventory verification program on a scheduled
basis, at |east once every year. A copy of therecord of thisverification program shall be kept on
the premises availablefor inspection by any member of the Department of Public Safety or head
of the fire department or his designee.

NOTE: Upon the cessation of the exercise of alicense, the holder of said license shall
notify thelocal licensing authority and head of the fire department in hisareaor district. The
head of thefire department shall prescribe rulesto eliminate hazardous conditionsincident to
such cessation.

5.07: Dispensing Equipment

7/21/00

(1) Dispensing devices shall not be installed inside a building or less than ten feet from the
outside of a building unless specifically approved by the head of the fire department.

(2) Any electrically operated gasoline dispensing system within abuilding shall be protected by
aheat activated shutoff switch, which will shut off the pump automatically when the temperature
reaches 165°F. Thisswitch shall belocated within two feet of the ceiling and within ten feet of
the location of the nozzle discharge.

(3) At public garages, fuel dispensing areas shall be located on the level nearest grade. Fire
walls and floor/ceiling assemblies, floor construction and drainage shall be installed in
accordance with 780 CMR and 248 CMR 2.00.

(4) Dispensing devicesat service stations shall be so located that all parts of the vehicle being
served will be on the premises of the service station.

(5 A clearly identified and easily accessible switch(es) or circuit breaker(s) shall be provided
at alocation remote from dispensing devices, including remote pumping systems, to shut off the
power to al dispensing devices in the event of an emergency. Signs identifying the
switch(es)/circuit breaker(s) shall be labeled "EMERGENCY PUMP SHUTOFF".

(6) Motor fuelsshall be dispensed from tanks by means of fixed pumps designed and equipped
to allow control of flow and prevent leakage or accidental discharge.

(7) Dispensing devices for motor fuels shall be listed. A control shall be provided that will
permit the pump to operate only when adispensing nozzleisremoved fromits bracket or normal
position with respect to the dispensing device, and the switch on the dispensing device is
manually activated. This control shall also stop the pump when all nozzles have been returned
either to their brackets or to the normal non-dispensing position.

(8) Dispensing devices, except those attached to portable containers, shall:
(a) Berigidly mounted.
(b) Be protected from vehicle damage by at least one of the following:
1. Thedispensing device shall be mounted on a concrete platform at least six inchesin
height. Vertical barriers shall beinstalled at the ends of pumps.
2. Thedispensing device shall be surrounded by vertical barriers. The barriersshall at
all times prevent

(9) Dispensing devices shall be equipped with an emergency shut off valve which isrigidly
anchored and designed to close automatically in the event of fire or impact. Vapor return lines
shall beinstalled so as to not inhibit the function of the liquid shut off valve. Emergency shut
off valves shall be installed in accordance with the manufacturer's instructions, be tested after
installation, and every year thereafter.
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5.07: continued

(10) On multiproduct dispensing units alisted emergency breakaway hose assembly designed
to retain liquid on both sides of the breakaway point shall be installed on each hose dispensing
motor fuels. Hose assemblies shall be installed and maintained in accordance with the
manufacturer'sinstructions. 527 CMR 5.07 shall apply to all thoseinstallations or replacements
after September 13, 1991.

5.08: Ddlivery

7/21/00

(1) Nogasoline shall be delivered to or taken from a motor vehicle while the engine thereof is
running. This does not apply to tank trucks making delivery by power.

(2) Nogasoline shall be delivered to the tank of any motor vehicle from a storage tank except
by means of a hose equipped with alisted self-closing nozzle which shall be held open manually
while making delivery or by alisted automatic shut-off nozzle, and no such delivery shall be
made except by the owner/operator or aduly authorized employee, except as otherwise provided
in 527 CMR 5.08(5).

(3) No gasoline shall be delivered into a portable container having a maximum capacity of
seven gallons or less which is not labeled in accordance with the pertinent provisions of 527
CMR5.10(1). Nozzlesused for dispensing gasolineinto aportable container shall be manually
held open during the dispensing operation.

(4) Portable containers shall not be filled while located inside any vehicle.

(5) Thedispensing of motor fuel by means of self-service automated dispensing systems shall
be permitted, provided that the applicant for such a system has submitted complete plans and
specifications of the proposed installation to the Marshal accompanied by the required
examination feeasauthorizedin M.G.L. c. 7, 8 3B and has obtained approval of such plans, and
further provided that there is compliance with the following:

FULL SELF-SERVE FACILITIESMAY BE ALLOWED PROVIDED THAT:
(8 The service station is under the control of the owner, operator, or duly authorized
employee who shall be on duty at all times while motor fuel isbeing sold or dispensed.
(b) Themotor fuel shall be dispensed only by acompetent licensed motor vehicle operator
or by the service station attendant.
(c) Approved signs bearing the wording "Extinguish All Smoking Materials' and " Stop
Engine While Refueling” shall be conspicuously posted at both ends of the pump dispensing
island visible to approaching vehicles. All approved signsrequired by 527 CMR 5.00 shall
consist of block |etters not less than two inchesin height and be either red letters on awhite
background or white letters on a red background.
(d) The controlling mechanism console providing power to the pump motor isin constant
attendance by the owner, operator or duly authorized employeeat all timeswhile motor fuel
is being dispensed and is properly protected against physical damage from motor vehicles.
Constant attendance shall mean that the console operator must be at the console during its
operation.
(e) Thereisconstant contact between the controlling mechanism console operator and the
pump island by means of an intercommunication system which shall be maintained in proper
operating condition at all times while motor fuel is being dispensed.
(f) A meansis provided for the controlling mechanism console operator to observe the
filling operation at each vehicle, and the dispensing of motor fuel shall be continuously
observed by the consol e operator during the time that any of the pumps have been activated
to dispense motor fuel. Unrelated business (vending areas, convenience food marts,
automotive repair garages, car washes, etc.) shall be operated by others.

EXCEPTION: Facilitiesof 1,000 squarefeet or less of retail salesareaand eight or less
fueling positions may be operated by one attendant at the discretion of the head of the fire
department. Facilities of more than 1000 square feet of retail sales area and eight or less
fueling positions may be operated by one attendant during non peak business hours after
review by the head of thefire department and included as an addendum to plans submitted to
and approved by the Marshal as described in 527 CMR 5.08(5). Non peak hours shall be
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5.08: continued

11/29/96

determined based upon actual customer countstaken by the owner/operator during at least a
30 day period when thefacility isoperating. A non peak hour shall be any 60 minute period
during which 12 or less customers purchase motor fuel. Records of customer counts and
motor fuel sales and receipts shall be maintained by the owner/operator and shall be made
readily available upon request of the Office of the State Fire Marshal and/or head of thefire
department or his designee. Approved hours of non peak operation may be amended by the
Marshal based upon periodic review of thefacility records by the Marshal and/or the head of
the fire department or his designee or at the request of the owner operator.

NOTE: Retail sales area shall not include storage areas, offices, restrooms, etc. but shall
include the area of a facility which displays goods for sale including aisles and counter
Space.

(g) The controlling mechanism console includes a disconnect switch which will instantly
cut off al pumping power to all motor fuel pumps at the service station.
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5.08: continued

(h) The controlling mechanism console, switches and related equipment are of adesign and
type listed for use with the dispensing devices.
(i) Any person, firm, or corporation constructing aself-service facility or making changes
or alterations, in the method of dispensing motor fuel, or to the pre-engineered fixed fire
extinguishing system(s) other than normal maintenance, or to the self-service dispensing
island arrangement(s) resulting in a change of hazard area protection, or environmental
changes resulting in the inability of a console operator to constantly observe the fuel
dispensing operation, shall notify the head of the fire department, in writing, prior to
submitting plans to the Marshal.
() Self-service automated motor fuel dispensing systems for which plans have been
submitted subsequent to June 20, 1975, shall be equipped with an overhead fixed fire
extinguishing system of atype approved by the Marshal, details of which shall be included
with plans submitted to the Marshal for approval.
(k) Hold open clips shall not be allowed on self-service dispensing nozzles.
EXCEPTION: Listed stage Il vapor recovery nozzles that will only operate when the
bellows assembly is compressed into the car fill pipe and will automatically shut off if the
nozzle is removed from the fill pipe.
() The use of automatic credit card reading devices as a means of payment at the pump
island shall be allowed provided that:
1. Each sale shall beindividually authorized by the self-serve attendant;
2. Theautomatic credit card reading device shall not be used as physical authorization
for the dispensing of motor fuel; and
3. The automatic credit card reading devices are included on plans submitted to and
approved by the Marshal as described in 527 CMR 5.08(5)(i).
SPLIT ISLAND FACILITIESMAY BE ALLOWED PROVIDED THAT:
(m) There shall be installed on the full service islands an additional switch which will
activate the overhead fire extinguishing system, and deactivate power to the self-service
island dispensing pumps.
(n) Whenever the self-service dispensing mechanism is in operation, the service station
operator shall bewithin visual range of thefilling operation by either being at the controlling
mechanism console as described in 527 CMR 5.08(5)(d) or at the full service pump island
within 25 feet of the switch as defined in 527 CMR 5.08(5)(m).
(o) Thesplitisland facility meets all other applicable provisions of 527 CMR 5.08.

(6) Theprovisionsof 527 CMR 5.00 and 527 CMR 14.00 shall not prohibit the dispensing of
motor fuel in the open from a tank vehicle to a motor vehicle or other motorized equipment
located at commercial, industrial, governmental, construction sites, or manufacturing
establishments not open to the public, and intended for fueling vehicles used in connection with
their businesses. Such dispensing shall be permitted provided:

(& Aninspection of the premises and operations has been made by the head of the fire

department.

(b) A permit has been obtained by the owner/operator of the premises for such fueling

operation from the head of thefire department of the city or town wherethefueling istotake

place. Such permit shall be granted provided the owner/operator of the fuel truck complies

with 527 CMR.

(c) The head of the fire department may prescribe the conditions under which the fueling

may be conducted.

(d) Thetank vehicle operator or other competent person shall be in constant attendance at

the dispensing nozzle during the filling operation and shall have a copy of the permitin his

possession.

(e) Thetank vehicle complies with the requirements of 527 CMR 8.00.

(f) Thedispensing nozzle is alisted self-closing type without a hold-open clip.

(g) Deliveries shall be made in adequately lighted areas.

(h) Thetank vehicle flashing lights shall be in operation while dispensing.

(i) Fuel expansion space shall be left in each tank being filled to prevent overflow in the

event of temperature increases.
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5.08: continued

(1) Smoking or the use of open flames within 25 feet of the fueling operation and related
equipment shall be prohibited.

(k) Filling operations must be carried out in an outdoor area. Filling of vehiclesinside of
garagesis prohibited.

5.09: Operation and Maintenance

(1) Any process conducted in conjunction with public garages involving volatile flammable
solvents shall be segregated or located in adetached building or structure. No gasoline or Class
| flammable fluid shall be used or kept in any open receptacle for cleaning or any other purpose.

(2) Suitable receptaclesfilled with nonflammable absorbent material, to be used in absorbing
gasoline, waste oil or other such spills, shall be constantly kept on the floor of every garage
having a net floor area of more than 1,000 square feet. Any contaminated absorbent material
shall be disposed of in accordance with the requirements of 310 CMR.

(3) All garages shall be kept clean and shall be provided with a sufficient number of
self-closing metal receptacles in which all combustible waste material shall be kept until
removed from the building.

(4) A pit for greasing, lubricating, washing or wheel alignment purposes may be permitted,
provided such pit is of sufficient areaand so constructed asto permit ready escape therefromin
case of emergency. No such pit shall, in any case be used for repair purposes on gasoline
powered vehicles.

(5) No person shall smoke in a garage, service station, or on the premises where gasoline or
other motor fuels are sold or dispensed and notices to that effect, in block letters not less than
two inchesin height shall be conspicuously posted at the entrance to and within the garage or on
said premises, and on each pump island visible to approaching vehicles; provided, however, that
smoking may be allowed in a separate room as approved by the head of the fire department.

(6) No gasoline or other petroleum products shall be allowed to flow upon the floor of or into
the drainage system of any garage.

(7) The painting of motor vehicles, or the application of flammable undercoating or other
similar operations shall not be performed in the same room where motor vehicles are repaired,
kept or stored, unless such operations are performed in a booth constructed of noncombustible
material and provided with amechanical ventilating system capabl e of keeping such booth free
of flammable vapors. The use of dropped curtains to form a spray booth is not permitted.

(8) A fireextinguisher having aminimum classification of 40-B:C shall be provided for every
garage of 1,000 sgquare feet of floor areaand an additional fire extinguisher shall be provided for
every additional 2,000 square feet of floor area. The maximum travel distanceto reach such an
extinguisher shall not exceed 50 feet. An extinguisher shall belocated so that it will not be more
than 75 feet from any pump, dispenser or fill-pipe opening. Extinguishers shall belocated at the
direction of the head of the fire department.

(9) Repair of motor vehicles using torch or flame. Cutting and welding using electric arcs or

oxy-fuel gas flames shall be allowed in any garage provided that:
(@ All flammablefluidsshall be stored in a separate room from the cutting or welding site.
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5.09: continued

(b) All combustibles within a 35 foot radius horizontally from the work site shall be
relocated from within said 35 foot radius area or shall be protected with flameproofed covers
or otherwise shielded with metal or fire-resistant guards or curtains. Edges of coversat the
floor shall be tight to prevent sparks from going under them.

(c) All floor drainswithin a35 foot of the work site shall be covered with noncombustible
material to prevent sparks or hot slag from entering them.

(d) A fully charged and operablefire extinguisher asprovided in 527 CMR 5.09(8) shall be
within 25 feet of the work site when any cutting and welding is being performed.

NOTE: For the purpose of 527 CMR 5.09 the work site shall be theimmediate area where
the cutting or welding is being performed.

5.10: Genera Provisions

(1) Nopersonshall sell or offer for sale, advertisefor sale, give, lease, or otherwisetransfer for
consideration or without consideration any container that has not been approved for the keeping,
storage, use, handling, transportation or other disposition of flammable or combustibleliquids.
Approved containers shall include those built to U.S. DOT standards, listed and labeled by a
NRTL, or approved by the State Fire Marshal.

(2) All garages and the manner of keeping, storing or using gasoline in connection therewith
shall be subject to inspection by the State Fire Marshal, the head of the fire department or their
designess.

(3) Intheevent of aleak, rupture, spill, overflow or other accident involving flammableliquids,
the head of the fire department shall be notified immediately.

5.11: Referenced Publications

Documents or portionsthereof that are referenced within 527 CMR 5.00 shall be considered
apart of the requirements of 527 CMR 5.00. Refer to 527 CMR 49.00 for acompl ete listing of
all documents referenced in 527 CMR.

REGULATORY AUTHORITY

527 CMR 5.00: M.G.L. c. 148, 88 9 and 10.
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